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Thresholds

PK
FK
FK

id

room_id
sensor_type_id
threshold_low
threshold_high

int
int
int
decimal(5,2)
decimal(5,2)

SensorTypes

o Rooms
Buildings
- - PK [id int
PK |[id int S .
FK | building_id int
UK |code varchar(5)
UK [code varchar(5)
descr text
descr text
Owners Racks
PK [|id int PK |id int
UK |code varchar(10) FK |room_id int
contact_email |varchar(28) FK Jowner_id int
descr text UK |code varchar
) 1 ’ NN [common_name |varchar(255)
Readings
PK [id int SERES
FK |owner_id int PK |[id int
FK |sensor_id int >_,_|_ FK |sensor_type_id [int
FK unit_id int FK |rack_id int
NN |timestamp timestamp
NN [value decimal(6,3)
Units
PK [id int
UK |code varchar(5)

PK [id
UK |code
descr

int
varchar(12)
text

Legend:
PK = Primary Key
FK = Foreign Key
NN =

Not Null




